
 

CODE SUMMARY EXAMPLE 

PROJECT DESIGNED AND CONSTRUCTED IN ACCORDANCE WITH: 

1) International Building Code      2018 W/GA DCA Amendments 

2) International Plumbing  Code     2018 W/GA DCA Amendments 

3) International Mechanical  Code     2018 W/GA DCA Amendments 

4) International Fuel Gas Code     2018 W/GA DCA Amendments 

5) NFPA 101 Life Safety Code     2018 W/GA 120-3-3 Amendments 

6) International Fire Code       2018 W/GA DCA and 120-3-3 Amendments  

7) National Electric Code      2017 

8) International Energy Conservation Code    2015 W/GA DCA Amendments 

9) Americans With Disabilities Act     2010  

10) Georgia Accessibility Code     GA 120-3-20 

BASIC REVIEW INFORMATION      EXAMPLE 

1) Primary Occupancy Classification (LSC Chapter 6)  Business 

2) Occupant Load (LSC Table 7.3.1.2)    60 

3) Type of Construction ( IBC Chapter 6)    VB 

4) Fire Alarm (LSC)      YES- Existing 

5) Fire Sprinkler Required(LSC/IBC)    NO 

6) Fire Sprinkler Existing       YES 

7) Building Floor Area Allowed (IBC Table 503)   9,000 sq.ft. 

8) Building Floor Area (Actual)      4,000 sq. ft. 

9) Building Height Allowed (IBC Table 503)    2 Story 55’ H 

10) Building Height (Actual)      1 Story 24’H 

11) Fire Resistance   

A) Building Elements (IBC Table 601)    NO 

B) Exterior Wall Fire Separation IBC Table 602)   NO 

C) Incidental Uses (IBC Table 509)    NO 

D) Egress Corridor (LSC)     NO 

E) Stairs (LSC)      N/A 

F) Draft Stopping (IBC 717)     YES 

G) Occupancy Separation (IBC Table 508.4)   1HR-Assembly 

SCOPE OF WORK EXAMPLE 

1) Demolition of non-loadbearing interior walls in existing business. Renovation to add 8’H interior non-loadbearing 

walls for offices, change out HVAC  and relocate vents,  add electrical receptacles in offices and lobby, replace all 

light fixtures, toilets and carpet. 


